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Compactor

G
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+485

CLASSROOM

1116

CLASSROOM

1114

CLASSROOM

1112

CLASSROOM

1110

STAIR

04

ELEC

1115

IDF

1117

LOCKER ZONE

1113

AUX GYM

1154

MAIN GYM

1156

LOCKER ROOM

1143

LOCKER ROOM

1147

COACHES

OFFICE

1145

FACULTY

OFFICE

1143A

FACULTY

OFFICE

1147A

GYM STORAGE

1156A

COMMONS

1201

SERVERY

1260

CHAIR / TABLE

STORAGE

1261

MEN'S

1262

WOMEN'S

1264

KITCHEN

1265

STORAGE

1266

OFFICE

1265A

STAIR

07

CUSTODIAL

OFFICE

1267

CENTRAL

RECEIVING

1268

BOILER ROOM

1271

MDF

1269

ELEC

1270

SCENE SHOP

1340

BAND ROOM

1336

ORCHESTRA

1332

PRAC

1338

MUSIC STORAGE

1339

MUSIC

LIBRARY

1334A

INSTRUMENTAL

STO

1336A

PRAC

1337

PRAC

1335

LRC 2

1318

LRC 2

1314

TEACHER

PLANNING

1311

MEN'S

1325

WOMEN'S

1327

TOILET

1321

CUST

1319

ELEC

1315

IDF

1317

LOCKER ZONE

1313

CLASSROOM

1310

CLASSROOM

1312

PRINCIPAL

1216

AP

1217

AP

1220

AP

1221

DEAN OF

STUDENTS

1223

SECURITY OFFICE

1224

ATHLETICS

ASSISTANT

1251

PRINCIPAL

SECRETARY

1215

AP SEC

1214

TLT

1231

TLT

1230

ATTENDANCE

1252

ITINERANT

1225

REGISTRAR

1245

RECEPTION /

WAITING

1205

WORK ROOM

1227

TEACHER LOUNGE

1233

HEALTH ROOM

1210

TLT

1210B

NURSE

1210A

GRAD. SPEC.

1246

CAREER CENTER

1244

PSYCH

1234

SPEECH

1235

BEHAVIOR

1253

TRANSITION

1250

COUNSELOR

1239

BOOK KEEPER

1247

ATHLETIC

DIRECTOR

1212

CONF

1213

CONF

1226

RECORDS

1238

SUSPENSION

1219

CONF

1211

OFFICE

1123A

TRAINING ROOM

1123

REHAB / TAPING

1121

ELEC

1149

STAIR

03

FACULTY TLT

1147B

FACULTY TLT

1143B

ELEV

CORRIDOR

1204

CORRIDOR

1203

CORRIDOR

1100

CORRIDOR

1102

CORRIDOR

1101

CORRIDOR

1300

CORRIDOR

1302

STAIR

08

HALL

1206

CONCESSIONS

1148

STO

1148A

96'-11"

99'-5"

A/V

1154B

FAMILY TOILET

1263

STAIR

05

TOILET

1265B

DRY STORAGE

1265C

LOADING DOCK

OFFICE

1334

OFFICE

1229

RECEPTION /

WAITING

1243

TOILET

1323

VESTIBULE

1103

UP

UP

UP

UP

DN

CLASSROOM

1118

STAIR

02

YEARBOOK

1125

STORAGE

1140

COACHES TLT

1145A

OUTDOOR

ATHLETICS

STORAGE

1150

STORAGE

1121A

CUST

1119

TEACHER

PLANNING

1111

CONF

1241

RECORDING

1330C

CONTROL

BOOTH

1330B

STORAGE

1330A

DN

QUIET ROOM

1316A

TOILET

1316B

KITCHEN

1316

OFFICE

1318A

OFFICE

1314A

CONFERENCE

1329

UP

UP

TICKET BOOTH

1000

LAUNDRY

1142

STORAGE

1125A

MEN'S

1146

FAMILY TOILET

1152

ELECTRONIC

MUSIC

1330

UP

UP

REF TOILET

1141

BLACK BOX

1342

ENGINEERING

ROBOTICS /

MECHATRONICS

1344

TECH SHOP

1344A

STORAGE

1344C

STAGE

1349

THEATER HOUSE

1347

DN

VESTIBULE

1200

VESTIBULE

1202

STORAGE

1342B

DIMMER ROOM

1342A

TOILET

1331A

DRESSING /

MAKEUP

1331

COSTUME

STORAGE

1331B

WOMEN'S

1144

ARBOR PIT

A/V

1146B

COUNSELOR

1237

COUNSELOR

1236

STAIR

06

WORK ROOM

1248

STOR

1232

ARCHIVE

1218

FILING

1222

IDF

1240

ELEC

1228

STORAGE

1344B

MACHINE ROOM

1242

THEATER PIT LIFT

100'-0"

100'-0"

100'-0"

CORRIDOR

1301

ELEC

1333

THEATER FRONT

AISLE

1345

TECH LEVEL

ACCESS

1349C

THEATER STAIR

1349D

THEATER SIDE

VESTIBULE

1347A

STAIR ACCESS

1343

STORAGE

1341

STORAGE

1349B

TECH LEVEL

ACCESS

1349A

HALL

1207

TLT

1249

DIV 26 -

TRANSFORMER DIV 26 - GENERATOR

ALTERNATE

ELEVATION

C C C C C C C C C C C C C C C C C C C C

C C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C
C

C
C

C
C

C

C
C

C

C

C

C

C

C

T

T

DIST LSA

HS MDF

(4)2"

(4)2"

PAD TRANSFORMER ES #2

HIGH SCHOOL MDF

PAD TRANSFORMER HS #1

GENERATOR HS

HS SWITCHBOARD

ES SWITCHBOARD

V

V

2

V

V

V

P

P

DIST LSB

HS MDF

(3)2"

(4)2.5"

SCOREBOARD

3KW,208V,3Ø

1.25"-5#8

1.25"-5#8

SCOREBOARD

3KW,208V,3Ø

SCOREBOARD

3KW,208V,3Ø

1.25"-5#8

READER BOARD

1"-3#8 TO L1N-

1.25" - 4 STRAND TO IDF 1N

L1W

IDF 1W

VAULTS WITH

POWER & DATA

(TYPICAL 4)

J

TRACK TIMING

S

S

T4

S

FIELD SPEAKERS

IDF GS

LIGHTS AND AV AT GRANDSTANDS

S
WP

WP

ES MDF

COVERED PLAY E1.01

(4)2"

DIST LES

ES MDF

(4)2"

COMM FEED TO ES

COMM FEED

TO ES

EM FEEDER TO ES

SEE ONE LINE

DISCONNECT

ESX

2" STUB

TO UNDER

GRANDSTAND

PANEL ESHX

P

(2) 1.5"

(1) 1"

(2) 1.5"

FUTURE PORTABLES

UTILITY VAULT 444LA

WITH 44-332P COVER

PANEL HGS,LGS,

TRANSFORMER GS

V

V

V

V

GL-2

AIM AT FLAG

UTILITY VAULTS

444LA WITH

44-332P COVER

V

V

UTILITY VAULTS

444LA WITH

44-332P COVER

V

V

V

I-NET INTERFACE #1

UTILITY VAULT

#444LA WITH

44-332P COVER

(2)4"

V

J

1.25" WITH

FIBER TO

IDF GS

UTILITY VAULT #774LA

UTILITY VAULT 810LA

P

P

V

PRIMARY METER

CABINET. BOTTOM OF

RETAINING WALL

PAD SWITCH.

BOTTOM OF

RETAINING WALL

I-NET INTERFACE UTILITY

VAULT #444LA WITH

44-332P COVER ON TOP

OF RETAINING WALL

P

P

(4)4" WITH FIBER TO MDF

UTILITY VAULT

444LA WITH 44-332P COVER

S

S

S

(4)4" WITH

FIBER TO MDF

MT

COMM FEED TO

IDF 1W,2W,3W,

AND GS

COMM AND ESS

FEED TO STADIUM. SEE

ONE LINE

POWER FEED TO

STADIUM. SEE ONE LINE

S

S

J

1.5" TO DIST L1

ROUGH IN FOR

ES ADA

CHARGING STATION

J

J

J

J

J

ELEMENTARY SCHOOL

CHARGING STATIONS. TYP OF 5.

STUB 1.5" FROM EACH TO DIST

L1 (IF ES NOT BUILT STUB TO

BUILDING PAD). IN ALTERNATE

BID PROVIDE (2) DOUBLE

CHARGING STATIONS WITH

1.5"-6#6, 2#8 GND TO DIST L1

S

WP

ES

P

MT

MT

ES

ES

STUB FEEDS FOR ES EM

POWER AND COMM TO UTILITY VAULT

#44LA WITH 44-332P COVER VAULTS

S

WP

S

WP

S

S

WP

S

ON FENCE

UTILITY VAULT 444LA WITH

44-332P COVER

S

S

S

S

J

1.5" TO DIST

L1A

S

SPEAKERS AT BASEBALL AND SOFTBALL

ARE ANALOG VIA IP MODULE IN IDF 1N

PANEL LF

NEMA 4 ON

BATTING

CAGE

S

S

1" FOR

FUTURE

SCOREBOARD

CABLE

S

1" FOR

FUTURE

SCOREBOARD

CABLE

SS

PANEL HPG,TRANSFORMER PG,

PANEL LPG, AND IDF PG.

J JJ J J J J

ROUGH IN FOR

CAR CHARGING.

PROVIDE 1.5" TO

PANEL LPG. IN ALT

BID PROVIDE (4)

DOUBLE CHARGING

STATIONS WITH 1.5"

6#6, 2#8 GND TO LPG

1.25" TO LF TO

FUTURE

SCORE BLDG

1.25" FROM LF

TO FUTURE

SCORE BLDG

COMM FEED

TO GARAGE.

SEE ONE LINE

PANEL FEED

TO GARAGE.

SEE ONE LINE
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SSMH 01

SSMH 02

SSMH 03

SSMH 04

SSMH 05

SSMH 06

SSMH 07

EX. SSMH 01, CONNECT TO

EXISTING MANHOLE

WTR 12" DIP CL52 (TYP)

SAN 8" PVC (TYP)

 WTR 12" DIP CL52 (TYP)

GREASE

INTERCEPTOR

4" AND GREATER DOUBLE

CHECK VALVE ASSEMBLY PER

SPWS STANDARD CROSS

CONNECTION DETAILS

FDC

4" DOMESTIC WATER METER

VAULT PER SPWS STANDARD

WATER DETAILS

GREASE

INTERCEPTOR

FDC

CONNECT TO

REPLACED

PORTION OF

WATER MAIN IN

228TH

CONNECT TO

EXISTING WATER

MAIN IN 228TH

PIV

PIV

4" AND GREATER DOUBLE

CHECK VALVE ASSEMBLY PER

SPWS STANDARD CROSS

CONNECTION DETAILS

4" DOMESTIC WATER METER

VAULT PER SPWS STANDARD

WATER DETAILS

GAS METER

GAS METER

CONNECT TO

EXISTING GAS MAIN

LOCATED IN 228TH

PROPOSED

GAS LINE

EXISTING FIRE

HYDRANT

EXISTING FIRE

HYDRANT

PROPOSED FIRE HYDRANT

ASSEMBLY PER SPWS STANDARD

WATER DETAILS  (TYP)

4" AND GREATER DOUBLE

CHECK VALVE ASSEMBLY PER

SPWS STANDARD CROSS

CONNECTION DETAILS

CLEANOUT

(TYP)

CONNECT TO WATER MAIN

LOCATED IN 224TH ST

GREASE

INTERCEPTOR (SEE

PLUMBING PLANS)

PROPOSED CELL TOWER

LOCATION (SHOWN FOR

REFERENCE ONLY. DESIGN,

CONSTRUCTION AND

PERMITTING BY OTHERS)

CONNECT TO WATER MAIN

LOCATED IN 224TH ST

2

2

4

T

H

 

S

T

SEWER STRUCTURE TABLE

STRUCTURE NAME

EX. SSMH 01

N 210908.23

E 1342304.66

SSMH 01

N 210836.94

E 1342338.43

SSMH 02

N 210836.94

E 1342554.77

SSMH 03

N 210746.92

E 1342554.77

SSMH 04

N 210554.89

E 1342554.77

SSMH 05

N 210368.43

E 1342554.77

SSMH 06

N 210266.92

E 1342863.99

SSMH 07

N 210178.50

E 1342932.58

SSMH 08

N 210043.28

E 1343261.85

SSMH 09

N 210519.79

E 1342962.68

SSMH 10

N 210519.79

E 1343285.20

SSMH 11

N 210470.90

E 1342856.93

SSMH 12

N 210332.49

E 1342857.24

SSMH 13

N 210316.61

E 1342624.53

SSMH 14

N 210293.57

E 1342820.23

SSMH 15

N 210043.28

E 1343124.74

STRUCTURE DETAILS
 RIM = 488.63

IE 474.19 (8" SE)

IE 474.19 (6" S)

IE 474.09 (8" NW)

 RIM = 496.53

IE 488.24 (8" E)

IE 488.14 (8" NW)

 RIM = 498.35

IE 489.21 (8" S)

IE 489.11 (8" W)

 RIM = 497.67

IE 489.67 (8" S)

IE 489.67 (6" W)

IE 489.57 (8" N)

 RIM = 499.20

IE 491.20 (8" S)

IE 491.10 (8" N)

 RIM = 501.58

IE 493.58 (8" SE)

IE 493.48 (8" N)

 RIM = 508.08

IE 497.28 (8" SE)

IE 497.18 (8" NW)

 RIM = 508.63

IE 497.82 (8" SE)

IE 497.72 (8" NW)

 RIM = 507.85

IE 499.85 (6" NE)

IE 499.85 (8" W)

 RIM = 508.19

IE 499.28 (8" SW)

IE 499.38 (8" E)

 RIM = 508.67

IE 500.67 (8" W)

IE 500.67 (6" S)

 RIM = 509.22

IE 498.81 (8" NE)

IE 498.71 (8" S)

 RIM = 508.86

IE 498.16 (8" N)

IE 498.16 (6" NE)

IE 498.05 (8" SW)

 RIM = 503.25

IE 495.25 (8" E)

IE 495.15 (8" NW)

 RIM = 507.05

IE 496.97 (8" SE)

IE 496.97 (8" NE)

IE 496.87 (8" W)

 RIM = 506.86

IE 498.86 (8" E)

IE 498.86 (6" N)

IE 498.76 (8" NW)

GRAPHIC SCALE

0 60 120

1" = 60 FEET

30

N

1. SEE SEWER AND WATER PLANS PREPARED FOR DEVELOPER'S

EXTENSION FOR SAMMAMISH PLATEAU WATER FOR ADDITIONAL

INFORMATION FOR THE SEWER AND WATER SYSTEMS.

2. ALL SEWER MAIN SHALL BE ASTM D3034 SDR35 PVC UNLESS

OTHERWISE NOTED.

3. ALL SEWER MANHOLES SHALL BE 48" DIA. TYPE I UNLESS

OTHERWISE NOTED.

4. ALL SEWER MANHOLE AND SEWER CLEANOUTS SHALL BE

INSTALLED PER SAMMAMISH PLATEAU WATER AND SEWER (SPWS)

STANDARD SEWER DETAILS SHEETS 1 AND 2.

5. ALL WATER AND FIRE APPURTENANCES SHALL BE INSTALLED PER

SPWS STANDARD WATER DETAILS SHEETS 1 AND 2 AND STANDARD

CROSS CONNECTION DETAILS.

6. ELECTRICAL AND COMMUNICATIONS PLAN INFO SHOWN FOR

REFERENCE/COORDINATION ONLY.  SEE ELECTRICAL PLANS FOR

CONSTRUCTION/PERMIT REQUIREMENTS.

NOTES

OIL WATER

SEPARATOR

REPLACE EX. 12" AC

WATERMAIN ON EAST

SIDE OF 228TH WITH 12"

DIP

OVERALL UTILITY

PLAN

C6.0

N

1

2

3

4

71 Columbia Street, Suite 500

Seattle, Washington  98104

T (206) 340 9500  F (206) 340 9519

ISSUE DATE:

JOB NO:

Jurisdiction Stamp Area

#

DATE

AHBL

1200 6th Avenue, Suite 1620

Seattle, WA 98101

T (206) 267 2425

PCS

STRUCTURAL ENGINEER

1011 Western Avenue, Suite 810

Seattle, WA  98104

T (206) 292 5076

Hargis

MECHANICAL ENGINEER

1201 Third Avenue, Suite 600

Seattle, WA  98101

T (206) 448 3376

LANDSCAPE ARCHITECT

1200 6th Avenue, Suite 1620

Seattle, WA 98101

T (206) 267 2425

AHBL

CIVIL ENGINEER

Skanska

GENERAL CONTRACTOR

221 Yale Ave N, Suite 400

Seattle, WA  98109

T (206) 726-8000

ONE INCH

AT FULL SIZE

Travis Fitzmaurice & Associates

ELECTRICAL ENGINEER

1200 Westlake Ave N, Suite 509

Seattle, WA  98109

T (206) 285 7228

PLA Designs

THEATER

5285 NE Elam Young Pkwy, Ste B500

Hillsboro, OR 97124

T (503) 642 2168

1802

ISSAQUAH HS #4

AND

ISSAQUAH SCHOOL DISTRICT

NO. 411

05/29/2020
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4221 228TH AVE SE; ISSAQUAH,

WA 98029

REVISIONS

Civil Engineers

Structural Engineers

Landscape Architects

Community Planners

Natural Resource Ecologists

Land Surveyors

Neighbors

T A C O M A

2215 North 30th Street, Suite 300    Tacoma, WA 98403

253.383.2422TEL 253.383.2572FAX www.ahbl.comWEB

S E A T T L E

S P O K A N E T R I - C I T I E S 

ES #17

FDC

PIV

DUPLEX

GRINDER PUMP

2" PVC  SEWER

FORCE MAIN


